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Results of Detected Contaminants

JEBLCFS East, Norfolk, and Virginia Beach constantly monitor for various contaminants in the water supply to meet all regulatory 
requirements. The tables list only those contaminants that had some level of detection. Many other contaminants have been analyzed but 

were not present or were below the detection limits of the lab equipment.

The following tables list the drinking water contaminants that were detected during the 2016 calendar year. The presence of these 
contaminants in the water does not necessarily indicate that the water poses a health risk. Unless otherwise noted, the data presented in these 
tables is from testing done January 1 – December 31, 2016. The state requires JEBLCFS East to monitor for certain contaminants less than 
once per year because the concentrations of these contaminants are not expected to vary significantly from year to year. Some of the data, 
though representative of the water quality, is more than one year old.

REGULATED SUBSTANCES

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED

MCL
[MRDL]

MCLG
[MRDLG]

AMOUNT
DETECTED

RANGE
LOW-HIGH VIOLATION TYPICAL SOURCE

Atrazine (ppb) 2016 3 3 ND ND–0.09 No Runoff from herbicide used on row crops

Barium (ppm) 2016 2 2 0.03 0.03–0.04 No Erosion of natural deposits

Beta/Photon Emitters1 (pCi/L) 2016 50 0 4 ND–4 No Decay of natural and man-made deposits

Chloramines (ppm) 2016 [4] [4] 1.59 0.22–2.5 No Water additive used to control microbes

Chlorine (ppm) 2016 [4] [4] 3.3 3.3–3.5 No Water additive used to control microbes

Dalapon (ppb) 2016 200 200 ND ND–1 No Runoff from herbicide used on rights of way

Dibromochloropropane (ppt) 2016 200 0 ND ND–10 No Runoff/leaching from soil fumigant used on 
soybeans, cotton, and orchards

Fluoride2 (ppm) 2016 4 4 0.7 0.1–0.8 No Erosion of natural deposits; Water additive which 
promotes strong teeth.

Haloacetic Acids [HAA]3 (ppb) 2016 60 NA 39 0–43 No By-product of drinking water disinfection

Hexachlorocyclopentadiene 
(ppb)

2016 50 50 ND ND–0.05 No Agricultural runoff

Nitrate (ppm) 2016 10 10 0.13 0.04–0.20 No Runoff; Erosion of natural deposits

TTHMs [Total 
Trihalomethanes]3 (ppb)

2016 80 NA 47 30–48 No By-product of drinking water disinfection

Total Organic Carbon (ppm) 2016 TT NA 2.6 1.9–3.5 No Naturally present in the environment

Turbidity4 (NTU) 2016 TT NA 100 NA–100 No Soil runoff

Tap water samples were collected for lead and copper analyses from sample sites throughout the community

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED AL MCLG

AMOUNT 
DETECTED 

(90TH%TILE)

SITES ABOVE 
AL/TOTAL 

SITES VIOLATION TYPICAL SOURCE

Copper (ppm) 2015 1.3 1.3 0.036 0/10 No Corrosion of household plumbing systems; Erosion of natural 
deposits

Lead (ppb) 2015 15 0 ND 0/10 No Corrosion of household plumbing systems; Erosion of natural 
deposits

SECONDARY SUBSTANCES

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED SMCL MCLG

AMOUNT
DETECTED

RANGE
LOW-HIGH VIOLATION TYPICAL SOURCE

Aluminum (ppb) 2016 200 NA 30 20–70 No Erosion of natural deposits; Residual from some surface 
water treatment processes

Chloride (ppm) 2016 250 NA 17 11–20 No Runoff/leaching from natural deposits

Iron (ppb) 2016 300 NA 70 ND–160 No Leaching from natural deposits

Manganese (ppb) 2016 50 NA ND ND–10 No Leaching from natural deposits

pH5 2016 6.5–8.5 NA 7.6 7.4–8.1 No Naturally occurring

Total Dissolved Solids 
[TDS] (ppm)

2016 500 NA 103 86–127 No Runoff/leaching from natural deposits

Zinc (ppm) 2016 5 NA 0.12 0.02–0.19 No Runoff/leaching from natural deposits; Industrial wastes

UNREGULATED SUBSTANCES

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED

AMOUNT
DETECTED

RANGE
LOW-HIGH TYPICAL SOURCE

Metolachlor (ppm) 2016 ND ND–0.1 Agricultural use

Nickel (ppm) 2016 ND ND–0.003 Corrosion of plumbing materials

Sodium6 (ppm) 2016 17 10–31 Natural in the environment; Also from the use of chemicals at the water treatment plant

Sulfate (ppm) 2016 28 20–36 Natural in the environment; Also from the use of chemicals at the water treatment plant

1  The MCL for beta particles is 4 mrem/year. The U.S. EPA considers 50 pCi/L to be the level of concern for beta particles.
2  Highest monthly averages for the calendar year.
3  Four-Quarterly Average.
4  Turbidity is a measure of the cloudiness of the water. It is monitored because it is a good indicator of water quality and the effectiveness of disinfectants. Lowest monthly % of 
samples meeting the limit = 100%.

5  Amount detected is the highest monthly average for the calendar year.
6  For physician-prescribed “no salt diets,” a limit of 20 ppm is suggested.

AL (Action Level): The concentration of 
a contaminant which, if exceeded, triggers 
treatment or other requirements which a 
water system must follow.

LRAA (Locational Running Annual 
Average): The average of sample analytical 
results for samples taken at a particular 
monitoring location during the previous 
four calendar quarters. Amount Detected 
values for TTHMs and HAAs are reported 
as LRAAs.

MCL (Maximum Contaminant Level): 
The highest level of a contaminant that is 
allowed in drinking water. MCLs are set as 
close to the MCLGs as feasible using the 
best available treatment technology.

MCLG (Maximum Contaminant Level 
Goal): The level of a contaminant in 
drinking water below which there is no 
known or expected risk to health. MCLGs 
allow for a margin of safety.

MRDL (Maximum Residual Disinfectant 
Level): The highest level of a disinfectant 
allowed in drinking water. There is 
convincing evidence that addition of a 
disinfectant is necessary for control of 
microbial contaminants.

MRDLG (Maximum Residual 
Disinfectant Level Goal): The level 
of a drinking water disinfectant below 
which there is no known or expected 
risk to health. MRDLGs do not reflect 
the benefits of the use of disinfectants to 
control microbial contaminants.

NA: Not applicable

ND (Not detected): Indicates that the 
substance was not found by laboratory 
analysis.

NTU (Nephelometric Turbidity Units): 
Measurement of the clarity, or turbidity, of 
water. Turbidity in excess of 5 NTU is just 
noticeable to the average person.

pCi/L (picocuries per liter): A measure of 
radioactivity.

ppb (parts per billion): One part 
substance per billion parts water (or 
micrograms per liter). This is equivalent 
to 1 drop in 14,000 gallons (average 
swimming pool).

ppm (parts per million): One part 
substance per million parts water (or 
milligrams per liter). This is equivalent to 3 
drops in 42 gallons (large bathtub).

ppt (parts per trillion): One part 
substance per trillion parts water (or 
nanograms per liter). This is equivalent 
to 1 drop in 14,000,000 gallons (average 
lake).

SMCL (Secondary Maximum 
Contaminant Level): SMCLs are 
established to regulate the aesthetics of 
drinking water like appearance, taste and 
odor.

TT (Treatment Technique): A required 
process intended to reduce the level of a 
contaminant in drinking water.

Good to Know
Chloramine Disinfection
In fall 2000, Norfolk and Virginia Beach, along 
with other cities in South Hampton Roads, changed 
from a chlorine disinfection process to chloramines. 
Chloramine disinfection is created when chlorine 
is combined with a small amount of ammonia. The 
purpose of this change was to lower disinfection 
byproducts in response to new and more stringent 
State and Federal regulations.

Chloraminated water is safe for drinking, cooking, bathing, and all 
other everyday uses. There are, however, two groups of people who 
should take special precautions in using chloraminated water: kidney 
dialysis patients and fish owners. Like chlorine, chloramines must be 
removed from water used in kidney dialysis machines and aquariums.

Sodium
There is presently no established standard for sodium in drinking 
water. Water containing more than 20 mg/L should not be used as 
drinking water for those persons whose physician has placed them on 
severely restricted sodium diets. The maximum detected level was 31 
mg/L, the average was 17 mg/L, and the range was 10 – 31 mg/L.

Lead in Home Plumbing

If present, elevated levels of lead can cause serious health problems, 
especially for pregnant women and young children. Lead in drinking water 

is primarily from materials and components associated with service lines and 
home plumbing. We are responsible for providing high-quality drinking water, 
but cannot control the variety of materials used in plumbing components. 
When your water has been sitting for several hours, you can minimize the 
potential for lead exposure by flushing your tap for 30 seconds to 2 minutes 
before using water for drinking or cooking. If you are concerned about lead in 
your water, you may wish to have your water tested. Information on lead in 
drinking water, testing methods, and steps you can take to minimize exposure 
is available from the Safe Drinking Water Hotline or at www.epa.gov/lead.


